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Interpretation: Sprinkler System In Four Story Residences 

Building Code 

IBC Section 504.2 

This interpretation is to clarify when the use of a NFPA 13R sprinkler system is 
required in single family residential structures. If the design exceeds three stories 
a sprinkler system must be provided to ensure additional fire protection. In Type 
V construction the fourth story is only allowed when the building is fully 
sprinklered with the NFPA 13R system. 

Typically, the NFPA 130 sprinkler standard is allowed for providing sprinkler 
protection for a single family residence. The scope of the Houston Residential 
Code is limited to 3 stories in height. 

When the building exceeds 3 stories, the residence is regulated by the provisions 
of the Houston Building Code. The Houston Building Code limits a single family 
home, classified as an R-3 structure to 3 stories in height for Type V construction 
unless the sprinkler tradeoff is used to increase the height/stories. Section 504.2 
of the Building Code only allows for the tradeoff when utilizing the NFPA 13R 
system. 

This interpretation is to formalize an interpretation made effective for plans 
submitted on or after February 27, 2014. 
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